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WARRANTEK nln - ol
BAO CAO KET QUA THU NGHIEM
ANALYSIS REPORT
Bao céo sd/Report No.:  2302001970-4
Ngay/Date: 27/02/2023
S4 don hanglJob Order No.: 2302001970
Tén khich hang/Client’s name: CONG TY CO PHAN CAP THOAT NU'GC BINH PHUGC
Dia chi/Address: 216 Nguyén Vian Linh, KP.Phi Tan, Phuong Tan Ph,
Thanh Phd DSng Xoai, Tinh Binh Phudc
Théng tin maw/Sample information: Tén Mau: Nudc sau xir Iy - Nha may nude Dong Xoai

Vi tri lﬁy m?”iu: -_Bé chira nude sach
Thoi gian lay mau: 21/2/2023
Ngudi lay mau: Nguyen Duc Huoy
S6 niém phong/Seal No.: Khong niem/No seal
Mé ta maw/Sample description: Mau chira trong chai thiy tinh+can nhya
Ngay nhin mau/Date of sample receipt:  23/02/2023

Ngay bat dau phan tich/Date of Analysis Commencement:  24/02/2023

KET QUA THU NGHIEM/ANALYSIS RESULT(S)
[Xem trang ke/See next page(s)|

Ghi chu/ Notes:

Két qua Clo du do tai hién truong: 0.7 mg/l (6 liéu do khach hang cung cﬁp).

"MPhuong phép duge cong nhin 1ISO/IEC 17025:2017 /ISO/IEC 17025:2017 accredited method.

—  Thong tin mau duge khach hang cung cap/Sample information provided by clients.

- Két qua phan tich chi co gia trj trén mau thit/The analysis result(s) valid on tested sample only.

— Khdng dugc sao chép mot phan bao cdo két qua thir nghiém nay néu khéng duoc sy déng v bing vin ban cua Ban Gidm
Doc Cong ty Co phan WARRANTEK/This Analysis Report shall not be reproduced except in full, without written
approval of the Board of Director of WARRANTEK JSC.
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fien, Comg ty C6 phan WARRANTEK
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LE NHON bUC

LOP/13/F01 [01/10/2021] Trang/Page 1/2
= WARRANTEK JOINT STOCK COMPANY - Testing Center: » HO CHI MINH City Branch — Testing Center:
Lot A39-26, Nguyen Van Cu street, My Phuoc hamlet, My Khanh village Van Dat Building, Lot II -1, 1¥ street, Tan Binh Industrial Park, Tay Thanh ward,
Phong Dien district, Can Tho city, Viet Nam l'an Phu district. Ho Chi Minh city, Viet Nam
Tel: +84-292 391 8840 Fax: +84-292 391 8846

Email: operation(@warrantek.vn
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WARRANTEK
VILAS 686
BAO CAO KET QUA THU NGHIEM
ANALYSIS REPORT
Béo céo sd/Report No.:  2302001970-4
Ngay/Date: 27/02/2023
-
. ; CVN
STT/ Chi tiéu/ Pon vi tinh/ Két qua/ Phwong phap/ Q ’
! LOD p 01-1:2018/
No. Parameter Unit Result Analysis method
BYT
TN e Khong phat hién/ Pharo 300 Colour 5
I Do mau /Color index TCU g 5 Hazen™®
2 | Do duc /Turbidity NTU ichang phit higy/ I Pharo 300 Turbidity'” 2
Not detected
Khéong co vi la/ ‘ Khéng ¢6
3 Vi /Taste - Without unusual TCVN 2653:1978 = el
Laste 234 e
Khong c6 mui la/ -
4 Mui /Odour - Without unusual TCVN 2653:1978 * | :
odor B -1A_ g |
5 | pH/pH - 6.58 AOAC 97341 N EK;{@%.S
Clo ty do (Cly) ' 5 Pharo 300- Chlorine %, .c;‘s.
6 /Free chlorine residual g 12 043 (CI12) 100598 test = - e
. ; 1SO 9308-
3 s /Coliforms ~T; " < 3
7 Coliforms /C r)[;fonm- CFU/100ml 0 1:2014/Amd1: 2016
Escherichia coli (E. coli) / , ISO 9308-
$ Escherichia coli (E. coli) s i 1:2014/Amd1: 2016 <
Tong sb chi tiéw/Total testing parameters: 8
[Bao cao két thic/End of report]
LOP/13/FO1 [01/10/2021) Trang/Page 2/2
* WARRANTEK JOINT STOCK COMPANY - Testing Center: « HO CHI MINH City Branch — Testing Center:
Lot A39-26, Nguyen Van Cu street, My Phuoc hamlet, My Khanh village, Van Dat Building, Lot I1 -1, 1* street, Tan Binh Industrial Park, Tay Thanh ward,

Phong Dien district, Can Tho city, Viet Nam
Tel: +84-292 391 8840 Fax: +84-292 391 8846
Email: operation(@warrantek.vn

Tan Phu district. Ho Chi Minh city, Viet Nam
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WARRANTEK VILiE &6
BAO CAO KET QUA THU NGHIEM
ANALYSIS REPORT
Bao cao so/Report No.:  2302001970-5
Ngay/Date: 27/02/2023
S6 don hanglJob Order No.: 2302001970
Tén khich hang/Client’s name: CONG TY CO PHAN CAP THOAT NUOC BINH PHUOC
Dia chi/Address: 216 N guyén Vin Linh, KP.Pha Tan, Phuong Tan Pha,
Thanh Pho Dong Xoai, Tinh Binh Phuée
Théng tin maw/Sample information: Tén Mau: Nude sau xir ly - Nha may nuée Dong Xoai
Vi tri Iﬁy mau: - Mang ludi cap nude (207 Lé Quy Don,P. Tin
Xuéan,TP. Dong Xoai, tinh Binh Phudc)
Thoi gian lay mau: 2 I/2~/2023
Nguoi lay mau: Nguyeén Die Huy
S6 niém phong/Seal No.: Khong niém/No seal
M ta mau/Sample description: Mau chira trong chai thiy tinh+can nhya

Ngay nhian mau/Date of sample receipt:  23/02/2023
Ngay bit dau phan tich/Date of Analysis Commencement: — 24/02/2023

KET QUA THU NGHIEM/ANALYSIS RESULT(S)
[ Xem trang ké/See next page(s))

Ghi chi/ Notes:

Két qua Clo du do tai hién truong: 0.37 mg/l (s6 liéu do khach hang cung cap).

IPhuong phap duge cong nhan [SO/IEC 17025:2017 /ASOAEC 17025:2017 aceredited method,

~ Théng tin mau dugc khach hang cung cip/Sample information provided by clients.

~  Két qua phén tich chi ¢6 gia trj trén mau thit/The analysis resuli(s) valid on tested sample only.

—  Khong dugc sao chép mot phin bdo cdo két qua thir nghiém nay néu khong dugc s ddng y bang van ban cua Ban Giam
boc Cong ty C6 phin WARRANTEK/This Analysis Report shall not be reproduced except in full, without written
approval of the Board of Director of WARRANTEK JSC.

Phong Kiém nghi¢m ien g ty CO pllan WARRANTEK
Laboratory y JialFy
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LE NHON bUC AU THI HONG VAN
LOP/13/FO1 [01/10/2021] Trang/Page 1/2
= WARRANTEK JOINT STOCK COMPANY - Testing Center: = HO CHI MINH City Branch — Testing Center:

Lot A39-26, Nguyen Van Cu street, My Phuoc hamlet, My Khanh village, Van Dat Building, Lot II -1, 1* street, Tan Binh Industrial Park, Tay Thanh ward,
Phong Dien district, Can Tho city, Viet Nam Tan Phu district. Ho Chi Minh city. Viet Nam

Tel: +84-292 391 8840 Fax: +84-292 391 8846

Email: operation@warrantek.vn
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WARRANTEK Bl
BAO CAO KET QUA THU NGHIEM
ANALYSIS REPORT
Bao cao sd/Report No.:  2302001970-5
Neay/Date: 27/02/2023
CVN |
STT/ Chi tiéu/ Domn vi tinh/ Két qua/ LOD Phwong phap/ 081 2018/
No. Paramelter Unit Result Analysis method
BYT

= - - - Khéng phat hién/ Pharo 300 Colour
] Do mau /Color index rcu NUF c![etecle d 5 Hazen'" 15

. ra, v Khong phat hién/ . Y
2 Do duc /Turbidity NTU Kbl okacitin | Pharo 300 Turbidity

Khong cé vi la/
3 Vi/Taste - Without unusual TCVN 2653:1978
laste B
Khong cd mui la/
4 Mui /Odour - Without unusual TCVN 2653:1978
odor
I— 5 pH /pH - 6.47 AOAC 973.4119
Clo tr do (Cla) R & Pharo 300- Chlorine
6 /Free chlorine residual mg/l 0.23 0:03 (CI12) 100598 test
; - ISO 9308-
LI X < g - <
7 Coliforms /Coliforms CFU/100ml 0 1-2014/Amd1: 2016 _ 3 :
Escherichia coli (E. coli) / 1SO 9308- &
] . |

B Escherichia coli (E. coli) CHUH100m) P 1:2014/Amd1: 2016

Tong sb chi tiéu/Total testing parameters: 8

LOP/13/FOL [01/10/20217]

[Bao cao két thic/End of report)

Trang/Page 2/2

= WARRANTEK JOINT STOCK COMPANY - Testing Center:

= HO CHI MINH City Branch - Testing Center:

Lot A39-26, Nguyen Van Cu street, My Phuoc hamlet, My Khanh village,
Phong Dien district, Can Tho city, Viet Nam

Tel: +84-292 391 8840 Fax: +84-292 39] 8846

Email: operation(@warrantek.vn

Van Dat Building, Lot I1 -1, 1* street, Tan Binh Industrial Park, Tay Thanh ward,
Tan Phu district. Ho Chi Minh city, Viet Nam
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WARRANTEK L=l
BAO CAO KET QUA THU NGHIEM
ANALYSIS REPORT
Bao céo so/Report No.:  2302001970-6
Ngay/Date: 27/02/2023
S6 don hang/Job Order No.: 2302001970
Tén khach hang/Client's name: CONG TY CO PHAN CAP THOAT NUOC BINH PHUGC
Dia chi/Address: 216 Nguy{e‘n Van Linh, KP.Pha Tan, Phuong Tan Phu,
Thanh Pho Dong Xoai, Tinh Binh Phude
Théng tin maw/Sample information: Tén Mau: Nude sau xir Iy - Nha méy nuée Dong Xodi

Vi tri ldy mau: - Cudi mang luGi cap nude  (Phan bon Ti ién Van, DT
753 xd Tan Phude,H. Dong Phi, TP. Dong Xoai, tinh Binh Phuéc)
Thoi gian ldy~mau. 21/2/2023
Nguoi lay mau: Nguyen Die Huy

S6 niém phong/Seal No.: Khéng niém/No seal

Mb ta maw/Sample description: Mau chira trong chai thiy tinh+can nhya

Ngay nhin mau/Date of sample receipt:  23/02/2023
Ngay bit diu phén tich/Date of Analysis Commencement:  24/02/2023

KET QUA THU NGHIEM/ANALYSIS RESULT(S)
[Xem trang k&/See next page(s)|

Ghi chil/ Notes:

Két qua Clo du do tai hién truong: 0.23 mg/l (s6 lidu do khach hang cung cép).

CIPhurong phap duge cong nhin ISO/IEC 17025:2017 /ISO/EC 17025:2017 accredited method.

- lhomb tin mau dugc khéch hang cung cép/%ampie information provided by clients.

— Két qua phan tich chi ¢6 gia tri trén mau thi/The analysis r esult(s) valid on tested sample only.

- Khéng dugc sao chep mot phin bao cdo két qua thir nghiém nay néu khong dugc sy dong y bing vin ban cia Ban Giam
Déc Cong ty C6 phain WARRANTEK/This Analysis Report shall not be reproduced except in full, without written
approval of the Board of Director of WARRANTEK JSC.

Phong Ki¢m nghi¢m
Laboratory

g/

LE NHON pUC

LOP/13/FO1 [01/10/2021) Trang/Page 1/2
= WARRANTEK JOINT STOCK COMPANY - Testing Center: = HO CHI MINH City Branch — Testing Center:
Lot A.“)-Vlb. Nguyen Van Cu street, My Phuoc hamlet, My Khanh village, Van Dat Building, Lot II -1, 1* street, Tan Binh Industrial Park, Tay Thanh ward,
Phong Dien district, Can Tho city, Viet Nam Tan Phu district. Ho Chi Minh city, Viet Nam
Tel: +84-292 391 8840 Fax: +84-292 391 8846

Email: operation(@warrantek.vn
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WARRANTEK Dol W
VILAS 686
BAO CAO KET QUA THU NGHIEM
ANALYSIS REPORT
Béo cio s&/Report No:  2302001970-6
Ngay/Date: 27/02/2023
STT/ Chi tiéu/ Pon vi tinh/ Két qua/ Phwong phap/ Q(;VN
; LOD . 01-1:2018/
No. Parameter Unit Result Analysis method
" BYT
P S I o Khong phat hién/ Pharo 300 Colour
1 D6 mau /Color index I'CU Nt detectsd 5 Hazen™® 15
. ) Khong phat hién/ ; ol ool B a\a\
. aro LA 2
2 Do duc /Turbidity NTU Not detected | Pharo 300 Turbidit % n
‘ Khong co vi la / - IY c&\ bng c6
3 Vi/Taste - Without unusual TCVN 2653:1978 AN | | la
laste Kl /o } i
Khong ¢6 mui la/ AR .
i () on
4 Mui /Odour - Without unusual TCVN 2653:1978 ﬁ/é{ . ..g v
= muila
odor i
5 pH /pli - 6.46 AOAC 973.41) 6.0 -8.5
Clo tu do (ChL) Pharo 300- Chlorine
: ) 3 02-1.0
6 /Free chlorine residual mg/! i s (C12) 100598 test
Lo 1SO 9308-
. I o v . : . < 3
i Coliforms /Coliforms CFU/100ml 0 12014/Amd1: 2016
Escherichia coli (E. coli) / ; ISO 9308- &1
5 Escherichia coli (E. coli) EEN St . 1:2014/Amd1: 2016

Téng s6 chi tiéu/Total testing parameters: 8

LOP/13/FO01 [01/10/2021]

[Bao cao két thic/End of report)

Trang/Page 2/2

» WARRANTEK JOINT STOCK COMPANY - Testing Center:

Lot A39-26, Nguyen Van Cu street, My Phuoc hamlet, My Khanh village,

Phong Dien district, Can Tho city, Viet Nam

Tel: +84-292 391 8840

Email: operation@warrantek.vn

Fax: +84-292 391 8846

= HO CHI MINH City Branch — Testing Center:

Tan Phu district. Ho Chi Minh city, Viet Nam

Van Dat Building, Lot II -1, 1* street, Tan Binh Industrial Park, Tay Thanh ward,



